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MERRIMACK VALLEY RELIABILITY PROJECT 

t Exhibit 4- Location Plan 
Merrimack Valley Reliability Project 3124 Line (345 KV) 

Scale: Public Land Crossings 
1:12,000 Londonderry, New Hampshire 
1 inch = 1,000 feet 

THIS DOCUMENT IS INTENDED FOR GENERAL PLANNING & INFORMATION PURPOSES ONLY. AU MEASUREMENTS & LOCATIONS ARE APPROXIMATE 
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NOTES: 

1. VERTICAL DATUM IS NAVD88 IN FEET. 
2. NESC MINIMUM RAILROAD CLEARANCE FOR 345 kV CONDUCTORS IS 32. 7'. 
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NESC MINIMUM GROUND CLEARANCE OF VEHICLE ACCESSIBLE AREA FOR 345 kV CONDUCTORS IS 24.7'. 
EVERSOURCE STANDARD DESIGN GROUND CLEARANCE FOR 345 kV CONDUCTORS IS 29'. 
EVERSOURSE STANDARD DESIGN RAILROAD CLEARANCE FOR 345 kV CONDUCTORS IS 37'. 

STRUCTURE LOCATION: CABLE SCHEDULE: 
STR. #285 - LAT.= 42'54'03.943"N 

LONG.= 71'20'49.215"W 

STR. #286 - LAT.= 42'54'05.571 "N 
LONG.= 71·20'39.813"W 
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